
Date 15-06-2018 

No.22/CFO/BNG-EAST/Advice/School/2018 

To 
The Authorised Signatory, 
Sri Chaitanya Techno School 

No.190,ANS Square, 
Office of the 

Chief Fire 
Officer 

Bangalore East 

arnataka 
State Fire & Emergency 

Service 

No 4, Bahai 
Bhavan Read 

BANGALORE 560 025 
ITPL Main Road, Hoodi 

Bangalore-560048.

Sir, 
Sub: Issue of Advice on requitement of Fire Prevention, 

Firefighitng & evacuation measures for 
Sri Chaitanya Techno School, 

No.190,ANS Square, 
ITPL Main Road,Hoodi, Bangalore-560048 

Ref: Report No.12/RFO/BNG-EASTNOC 2017 Dated 08.06.2018 

With refernce to the above cited subject, the Disrtct fire Officer,Bengaluru Mahadevapura Fire Station 
had form fire preention, fire fighting and evacuation point of view inpeted the Sri Chaitanya 
Techno School, o.190, ANS Squre, ITPL Main Road, Hoodi,Bangalore-560048 on 31-05-2018 

for suggesting fire prevention,fire fighting and evacuation measure. The details are as follows: 

Detailof the Building: 

1. Address of the premises :Sri Chaitanya Techno School 
NO. 190, ANS Square, 
ITPL Main Road, Hoodi, 

Bangalore-560048 

F 
2. Number of Building One Building Bengaluru 

3. Number of Floors : Ground Floor & 4 Upper Floon 



2. Number of the Students 

Students 800 
re o e Chie 

Staff 60 
Bengaluru 

Ongaiu 

B On inspection of the school premises, the following fire protection, firefighting andevaeuation measures 

are recommended and they are absolutely essential. 

Detail Existing Recommendations 

(1) (2) (3) 

1. Approach to the Premises The Premises is accessible from 14.00 Mtrs The requirement is 

Located on the north side. Compiled with 

2. Number of Staircases 2 Staircases, each of 1.45 Mtrs. Have been The requirement is 

Provided Complied with 

3. Portable Fire Extinguishers 2 ABC type extinguishers each of SKgs. The requirement is 

Ground Floor to Capacity In the laboratories have Complied with 

3rd Floor been Provided. 

4. Fire Prevention Measures Not indicated 1. Explosive and 

Inflammable Materials 

should not be stored in 

the premises. 

2. Accumulation of 

Combustible in and 

Around the premises

Should be avoided 



loor Wise details of Occupancy 

Ground Floor Office Room, Principal Room, Store Room & 9 Class Rooms 

Ist Floor Staff Room, 13 Class Rooms 

2nd Floor :1 Staff Room, Computer Lab, Science Lab, 11 Class Rooms 

3rd Floor I Staff room, 11 Class rooms, 1 Sports room 

4th Floor 1 Staff room, 5 Class rooms 

5. Height of the building 14 Mtrs 

6.Site Area : 1326.56 Sq.mtrs 

7.Built up are of Each floor 

Ground Floor 451.11 Sq mtrs 

Ist Floor: 451.11 Sq mtrs 

Fire 
the Ch 

2nd Floor: 451.11 Sq mtrs 
(Bengaluru 

3rd Floor: 451.11 Sq mtrs 

4th Floor: 451.11 Sq mtrs 

RCC Building 8. Type of Construction 

9. Surrounding Properties 
East Main Road 

West Private property 

North: Private Property 

South Private Property 

10. Name and Address of the Building Owner M/s Nexgen Educational Trust. 

Sri Chaitanya Techno School, 

No. 190, ANS Square, ITPL Road, 

Hoodi, Bangalore-560048 

11. Address of Applicant The Principal. 

Sri Chaitanya Techno School, 

No. 190, ANS Square. ITPL. Road, 

Hoodi, Bangalore-560048 



Lmder the arcumsances sated above there is No Objecion to nun Education Acivities in your 

Schoi bidng subject to the condiuon of providing additonal firefighting equipment and 

ire precanen neasures shown in column No 3 of Part B Therefore. the school 

aagemei should compiy Kamaraka Fire & Emergency Services Department conditüons to 

roide asdia cnal equpment and then intimate to this office within 3 month positively without fail 

This Fire Advisery Certificate valid for oaly one year from the date of issue and is renewable. 

Yours faithfully 

CHIFXREQPFCER 
rief 

cy Drstra Fre Oficer Mahadevapura Fire Station, Bengaluru. 

Bengaluru 
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