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n
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 D

e
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a
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e
n
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O
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e C

h
ief fire officer 

B
angalore w
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ises, 
S

h
e
s
h

a
d

ri ro
a
d
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B

a
n

g
a
lo

re
 -

5
6
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T
o, 

T
h

e P
rin

cip
al, 

S
ri Chaitanya Techno Schoot, 

B
e
sid

e
 D

C
M

 R
ailw

ay B
ridge, 

D
avanagere-577003. 

S
ir, 

S
u

b
: Issue o

f F
ire

 safety R
ecom

m
endation' to 

Sri C
haitanya T

echno 
S

chool B
esid

e D
C

M
 R

ailw
ay B

ridgc, D
avanagere-577003.

R
ef: 

Y
o

u
r letter D

ated 17-09-2019. 
*

*
* 

* *
*

 

W
ith

 referen
ce

to
 th

e su
b

ject ab
o

v
e cited

, th
e p

rem
ises o

f S
ri C

h
a
ita

n
y

a
T

e
c
h

n
o

 
S

chool, 
situated at Beside DCM

 Railw
ay Bridge, D

avanagere
w

as inspected
by D

istrict F
ire 

O
fficer, D

avanagere
Fire Station on 

28-10-2019
w

ith respect to Fire prevention,
Fire 

fig
h

tin
g

 an
d

 E
v

acu
atio

n
m

easu
res to

 b
e co

m
p

lied
 in

 th
e 

ab
o

v
e p

rem
ises an

d
 h

as 
su

b
m

itted
th

e d
etails as u

n
d

er; 

A
N

N
E

X
U

R
E

-B
N

B
C

-2
0

1
6

,
P

a
rt-4

, 
T

a
b

le
 7 (1

1
) 3

.1
.3

 G
ro

u
p

 B
 E

d
u

c
a
tio

n
a
lB

u
ild

in
g

s
S

u
b

 d
iv

isio
n

 B
I &

 B
2

. 

(T
h

ese co
n

d
itio

n
a
re

 in
d

icativ
e

an
d

 n
o

t ex
clu

siv
e

all relev
an

t p
ro

v
isio

n
s

related
 to

 
fire

 a
n

d
 life safety of N

BC 2
0

1
6

 a
r
e
 m

andatory.) 
A

. D
etails of the building / prem

ises 

T
h

e P
rin

cip
al,

S
ri C

haitanyaTechno School 
B

esid
e D

C
M

 R
ailw

ay
 B

rid
g

e, 

0
1

. 
N

am
e an

d
 A

d
d

ress o
f th

e
 

A
pplicant.

D
avanagere-5770003. 

S
ri ChaitanyaTechno School, 

B
esid

e D
C

M
 R

ailw
ay

 B
rid

g
e, 

D
avanagere-577003. 

0
2

. 
N

am
e an

d
 A

d
d

ress o
f th

e 

prem
ises.

N
am

e &
 address of the b

u
ild

in
g

:R
S

S
R

IK
A

R
P

U
N

IT
H

,H
EM

A
LA

TH
A

R
S,| 

0
3

. 

GEETHA LA
K

SH
M

IRG
 PAVANM

OHAN 
A

N
D

 P
R

E
E

T
H

I M
O

H
A

N
 

o
w

n
e
r 

Sri Chaitanya
Techno School, 

B
esid

e D
C

M
 R

ailw
ay

 B
rid

g
e, 

D
avanagere-577003. 

O
ne building.

04. 
N

um
ber of buildings 

aiof Zone,3 



0
2

. 
N

um
ber of 

Com
plied 

0lentrnaces 
c
u

m
 

exits, 
o

n
e
 

of 
07.00 

m
trs w

idth 
and 

another one 
o

f 
03.40 

m
trs 

w
idth 

has been 
provided. 

e
n

tra
n

c
e
s 

N
ot C

om
plied. 

O
n

e ad
eq

u
ate capacity o

f 

be 

03. 
D

iesel 
N

ot provided 

generator 
sh

o
u

ld
 

g
en

erato
r 

provided an
d

 it sh
o

u
ld

 be 

connected 
to 

fixed 
firefighting 

system
 

em
ergency lightings. 

04. 
N

um
ber of 

N
os. o

f 
:0

2
 

C
om

plied 
staircase 

sta
irc

a
se

s 

W
idth o

f 
:E

ach of O1.50 
staircases 

m
trs. 

W
idth of treads 

3
0

 Cm
s 

:1
5

 Cm
s 

09 nos 
H

eight o
f risers 

N
os o

f riser 

:01.04M
trs 

H
eight o

f 

handrails 
10 

o
f 

A
B

C
 

ty
p

e 
fire 

C
om

plied 
0

5
. P

ortable 
extinguishers 

n
o

s
 

extinguishers, 
each 

o
f 

5 
kgs 

capacity have been provided. 

Public 
address 

system
 

06. 
Public 

N
o

t provided 
w

ith
 

2 
w

ay
 

A
ddress 

com
m

unication
system

 
should be provided. 

system
 

Com
plied 

O
n

e R
ose R

eel R
o

se system
 h

av
e 

been provided.
T

he hose reel hose | 

o
f m

in 
19 m

m
 size w

ith shut o
ff| 

b
ran

ch
 having 

a 
n

o
zzle 

o
f S

m
m

 

size. T
he h

o
se reel hose have been 

07. 
H

ose reel 
hose system

 

connected
at each landing. 

Chies 

galoi EW
est 

c
e
 

f
h

e
 



08. Terrace tank 
Over 

iofe-9 



4 

2 over head tanks, each o
f 5000 ltrs 

capacity has been provided.
Com

plied 
(T

h
e 

ex
istin

g
 

o
v

erh
ead

 

ta
n

k
 

should 

exclusively 
fighting pupose) 

08. 
Terrace tank 
o

v
e
r 

resp
ectiv

e 
be 

kept 
to

w
er te

ra
c
e
. 

for 
fire 

09. 
A

t the terrace 
tank level 
w

ith 

O
n

e 
b

o
o

ster 
p

u
m

p
 

o
f 4

5
0

 
L

P
M

 

capacity has been provided 
C

om
plied 

(Further 
th

e 
sy

stem
 

m
inim

um
 

should b
e connected to a

n
| 

a
lte

rn
a
tiv

e
 

S
o

u
rc

e
 

o
f 

pressure o
f 

3.5 kg/cm
 

pow
er supply). 

F
ire control room

 sh
o

u
ld

| 

b
e
 established at ground 

| 
floor level. 

Com
plied. 

10. 
F

ire control 
N

ot established 

ro
o

m
 

11. Escape routes 
D

irectio
n

 
in 

w
h

ich
 

th
e 

stu
d

en
ts 

have to m
ove 

in the 
event o

f an 

em
ergency

have been displayed in
| 

th
e 

corridor o
n

 each 
floor 

d
u

rin
g

 

evacuation.

Com
plied.

12. 
Fire order 
(Fire safety 
plans) 

A
 notice b

o
ard

 H
av

e been in
d

icated
 th

e 

action s 
hould be tak

en
 b

y
 th

e em
ployees

in case o
f an

y
 em

ergency have been 

displayed w
ith th

e telephone
n

u
m

b
e
r o

f 

D
avanagere 08192-254100, 

08192-258101 &
 101,

108

fire statio
n

 an
d

 th
e telep

h
o

n
e n

u
m

b
e
r 

of nearest am
bulance service &

 Police 

s
ta

tio
n

. 

COTPA 
S

m
oking area sm

oking here is a
n

 
offence board should be w

ritten in
 

E
nglish &

 K
annada both language 

shall be prom
inently displayed at 

inside the entry / exit o
f th

e each 

floor. 

13. 
No sm

oking 
Sec-4 

direction
N

o
 

Com
plied.

board 

TChiv 

Date: 
n

e
,
 &

1
o

1
e
 



5 

At-least 40%
 of the staff 

should 
be got trained in 

basic fire fighting at R.A
. 

M
undkur 

Em
ergency

Academy, Bannerughatta
road, Bangalore

14. Fire fighting 
training 

N
ot im

parted 

Fire 
and 

Services 

13. 
Fire precautionary measures 

A
. Explosive and flam

m
able m

aterials should n
o

t be stored in the store room
, 

U
PS room

, Electrical panel area, class room
s, laboratory &

 electrical 
su

m
 

panel prem
ises. 

B
. A

ccum
ulation o

f com
bustible w

aste in and around the premises should be 
avoided. 

C
. T

he exit w
ays shall be always kept clear w

ithout any obstruction. 
D

. Liquefied petroleum gas
should notbe stored in thebuilding. 

E
. T

he doors shall not be kept locked/latched
during working hours and shall 

be free from
 obstruction. 

F. During the class hours the class ro
o

m
 doors shall not be locked from

 inside 
to

 o
u

t sid
e. 

G
. A

s per H
on'ble suprem

e court order all teachers and staffs shall be trained 
to

 handle safety equipment, initiate em
ergency evacuation and protect their 

students 
in the 

event of fire 
and other em

ergency 
and the school shall 

observe the Fire Safety Day o
n

 April 1
4

 of every year by conducting Fire 
Safety drills w

ith co-ordinate w
ith fire service department. 

U
nder 

the 
above 

circum
stance 

the K
arnataka 

Fire 
&

 Emergency 
Service 

Departm
ent 

is issuing 'Fire Safety Recommendation' 
to

 S
ri Chaitanya T

echno 
School, situated a

t B
eside D

C
M

 Railw
ay B

ridge, P
B

 R
oad D

avanagere subject to
 

condition an
d

 com
pliance of the above recom

m
endations in colum

n -4
 o

f serial 
B

 w
ithin 3 m

onths an
d

 com
pliance

to
 the undersigned.

T
his 'Fire Safety Recommendation' is issued for 

a period o
f only 

o
n

e
 year 

from
 the date o

f issue an
d

 is renew
able. 

A
ll 

requirem
ents reco

m
m

en
 

C
ode- 2016 P

art-4 clause 3.1.3 o
f F

ire and L
ife safety w

ill have to
 be com

plied 
w

ith m
andatorily. 

ed 
above 

a
re

a
s
 

p
er

N
ational

Building

Yours faithfuly

C
h

iefT
ire

O
fficer 

B
angalore

W
est, SheshadriRoad, 

H
ighground

Fire Station Prem
ises, 

B
arngalore 

560 009. 
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